RIVERSIDE PUBLIC UTILITIES DEPT.— UNDERGROUND STRUCTURES
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2-GALVANIZED
UNISTRUT INSERTS

TRANSFORMER PAD —

BOX (SEE NOTE 2) ——

I. SEE UGS-62! FOR INSTALLATION DETAILS.
2, PAD IS TO BE INSTALLED WITH OR WITHOUT BOX AS SPECIFIED ON WORKING DRAWINGS.

3. PRECAST UNITS MAY BE OBTAINED FROM:
BROOKS PRCOUCTS INC.
QUIXSET UTILITY VAULTS INC.

4. FOR QUIKSET PAD WITHOUT BOX DROP "B" FROM CATALOG NUMBER.

*This Dimension is 7" on TP-6 - [f#
ITEM NO. DIMENSIONS-INCHES
WITH [WITHOUT| PAD BOX MANUFACTURER
BOX [BOX A B{ C}D EJF |G H
3o 17421 18] 11 ] 22112% | 12 1% | BROOKS
TP-1 {TP-2 36 | A2 18] IT[apia 12 (& | QUIKSET
_ 48 | 54| 26] 1871 30[17 |12 {13 | BROUKS
TP-3 |TP-4 48 1 54T 26] 18] 30[1/ | 12 |13 | QUIKSEY
72 | 6o 38] 181 411/ |12 [l | BROOKS

72 | 66 18 16 QUIKSET

CAT. NN,

Electrical System Manager i §Indicates Latest Revision UGS-620



